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PROVIDE TAPER TO )
ENSURE WATER RUNOFF REF: M503

cAP (TYP)—\

AR FILTER SCHEDULE - REF: M601

X L] ’ NOTES
ALUMINUM DUCT, SIZE 1 'EFO mm] MINIMUM LAP A
AS SHOWN ON DWGS | 1. REFER TO SECTION 23 40 00 FOR FREQUENCY OF FILTER REPLACEMENT DURING CONSTRUCTION.
s DUCT SUPPORT STRAP, SECURE
PIPE RAIL SYSTEM | y i | TO PIPE RAIL SYSTEM.

18460 mm] MINIMUM

CAP FLASHING EQUIPMENT SUPPORT (TYP)
BASE FLASHING |
ROOF TREAD PAD
‘ \ //—EXISTING ROOF SURFACE
NOTES:

1. CALK JOINTS WEATHER TIGHT.

2. PROVIDE SUPPORTS IN ACCORADANCE WITH SMACNA DUCT MANUAL. SUPPORT
A SPACING MAXIMUM 10°—0"[3 m] ON CENTER.

@ DUCT ON ROOF SUPPORT

1-SACS POINTS LIST — REF: M506

VARIABLE FREQUENCY DRIVE | 1-EF11-EF-VSD
VFD FAULT 1-EF11-VFD-F
EXHAUST AIR FLOW MONITORIN| 1-EF11-AFS-C

EXHAUST AIR STATIC PRESSURE 1-EF11-EA-SP
EXHAUST AIR HIGH STATIC 1-EF11-EA-HS

CHILLED WATER BYPASS VALVE

LEGEND
EXISTING POINT
NEW POINT

VARIABLE FREQUENCY DRIVE 1-EF8-EF-VSD
VFD FAULT 1-EF8-VFD-F
EXHAUST AIR FLOW MONITORIN|  1-EF8-AFS-C

EXHAUST AIR STATIC PRESSURl 1-EF8-EA-SP
EXHAUST AIR HIGH STATIC 1-EF8-EA-HS

LEGEND

EXISTING POINT
NEW POINT
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